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SECTION A—A
31

—BLOCKING TO BE POURED CONCRETE,
MN/DOT MIX DESIGN 3A32.

—FITTINGS MUST BE COVERED W/POLY
(8 MIL) PRIOR TO POURING CONCRETE.

PIPE_SIZE | BEARING AREA

127 9 SQFT.

167 12 SQFT.
207 20 SQ.FT.
247 27 SQFT.
307 39 SQ.FT.
36" 54 SQ.FT.
42" 71 SQ.FT.
48 90 SQ.FT.
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